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II. ADDITIONS, MODIFICATIONS, AND/OR DELETIONS TO THE 

TECHNICAL SPECIFICATIONS 

 

ITEM 1: 

 

Page 09950-9, Specification Section 09950-2.3, INTERIOR FILTER COATING 

 

REVISE the first paragraph as shown below (added text is italicized, deleted text 

is shown as strike out): 

 

“The interior coating system shall be suitable for potable water service 

(AWWA D102, ICS-3 modified for zinc-rich primer for entire interior 

surface). The interior system shall include:” 

 

ITEM 2: 

 

Page 09950-10, Specification Section 09950-2.4, EXTERIOR FILTER 

COATING  

 

REVISE the first paragraph as shown below (added text is italicized, deleted text 

is shown as strike out): 

 

“The exterior coating system shall meet the requirements of AWWA 

D102, OCS-6, as modified herein.  The exterior system shall include:” 


